
Alternative�I�1:��Mount�Airy�Interconnection�with�
Frederick�County

Description�of�Alternative:�
• Interconnection with the Frederick County

Key�Implementation�Steps:
• Requires Town of Mount Airy to reachInterconnection�with�the�Frederick�County�

finished�water�system
• Based�on�the�Town�of�Mount�Airy�Water�Supply�
Alternatives�Study�(Hazen�and�Sawyer,�April�
2006):��
• Requires�booster�pumping�station�at�
Monrovia�and�7.6�miles�(40,000�feet)�of�16�

Requires�Town�of�Mount�Airy�to�reach�
agreement�with�Frederick�County�to�purchase�
an�initial�0.6�mgd�of�finished�water�with�an�
option�to�purchase�another�0.6�mgd�in�the�
future�(1.2�mgd�total).���

• Design�and�permit�treated�water�transmission�
main�to�connect�to�Mount�Airy.�( )

inch�finished�water�main�to�the�Town�of�
Mount�Airy

• Long�term�annual�demand�deficit�of�
0.85mgd.��Purchase�agreement�to�supply�0.6�
mgd�(max�agreement�of�1.2�mgd).��

y
• Land�and�Easement�Acquisition�

Proposed�Finished�
Water�Transmission�

Main

Location�of�Interconnection�and�
New�Booster�Pumping�Station

August�2009
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Alternative�I�2:��Interconnection�with�York�Water�
Company�(York,�PA)

Description�of�Alternative:�
• Interconnection�with�the�York�Water�Company�(YWC),�

Key�Implementation�Steps:
• Agreement between YWC and Hampstead/Manchesterp y ( ),

which�supplies�water�to�York,�PA
• Manchester�and/or�Hampstead�to�purchase�treated�
water�from�YWC

• Approximately�4.6�miles�of�new�12�inch�treated�water�
transmission�main�to�tie�in�with�existing�Manchester�
water�service�area.��An�additional�3.5�miles�of�12�inch�
treated�water�transmission�main�to�connect�to�
H t d t i

Agreement�between�YWC�and�Hampstead/Manchester�
to�purchase�water.��

• Design�and�permit�treated�water�transmission�main�to�
connect�to�towns.�

• Land�and�Easement�Acquisition
• Based�on�previous�discussions�between�Manchester�and�
YWC,�the�following�issues�would�need�to�be�addressed:�

• Maintenance�agreements�for�transmission�main.��
Hampstead�water�service�area.����

• Minimum�purchase�of�150,000�gpd
• Approximately�0.90�mgd�purchase�required�to�satisfy�
Build�out�Deficit�of�Hampstead�and�Manchester�
(assuming�that�Manchester�groundwater�capacities�are�
less�than�currently�appropriated).��

• Cost�sharing�of�transmission�main�project�(YWC�to�pay�
for�York�Co�portion�and�pump�station,�Manchester�to�
pay�for�Carroll�Co�portion).�

• Purchase�amounts�– minimum�purchase�of�150,000�
gpd required.�

• Confirm�that�YWC�will�have�adequate�capacity�in�drought�
years.��This�may�require�coordination�with�the�
Susquehanna River Basin Commission

[_

Susquehanna�River�Basin�Commission.�

Approx.�Interconnection�
Location�– Pleasant�Hill,�PA

Potential�Treated�Water�
Transmission�Main:�

[Ú
[Ú

kj

Manchester

York�Co:��~1.5�miles
Carroll�Co:��~3.1�miles

kj
[Ú

[Ú
[Ú

[Ú[Úkj[Ú

[Ú

Hampstead
Treated�Water�

kj

September�2009

Transmission�
Main�to�Connect�
to�Hampstead
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Figure I-2
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Existing Water Facilities
Facility
3QExisting Treatment Plant

[Ú Existing Pumping Station

UT Existing Storage Tank

Manchester-Hampstead Interconnection
New Treated Water Transmission Main
Existing Line
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Alternative I-2:  
Interconnection with York Water Company

CARROLL COUNTY, MD
ALTERNATIVES EVALUATION

Approximate Interconnection Point
with York Water Company

Potential Location of Interconnection
with Manchester Service Area

Proposed Treated Water
Transmission Main
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Alternative�I�3:��Freedom�to�Supply�Mount�Airy�Using�
Existing�Sources

Description�of�Alternative:�
• Interconnection between Sykesville/Freedom

Key�Implementation�Steps:
• Agreement between Mount Airy andInterconnection�between�Sykesville/Freedom�

water�service�area�and�Mount�Airy�to�supply�
Mount�Airy�with�0.75�mgd�using�existing�supply�
sources.���

• Approximately�9.7�miles�of�new�treated�water�
transmission�main�to�tie�in�with�existing�
Mount�Airy�water�service�area.��

Agreement�between�Mount�Airy�and�
Sykesville/Freedom�to�purchase�water.�

• Design�and�permit�treated�water�transmission�
main�to�connect�service�areas.�

• Land�and�Easement�Acquisition��

y
• Requires�one�new�pump�station

Piney�Run�
R iReservoirLocation�of�Proposed�

Interconnection�

[Ú

August�2009

Potential�Treated�Water�
Transmission�Main
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